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Trenching — Cable trenches shall have vertical walls and be excayated to a depth that per-
mits cables to be laid at 2-0" below finish grade with a 3" sand cover above, below,
and on each side. ' '

Sand shall pass a /4" sieve and be poured and left uncompacted.
Cables shall be unreeled and placed in trench in sand bed.

Backfilling - Material for backfilling shall be clean earth from the site free of debris and
stones. mpact backfill to 95% modified proctor.
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